
Sl. No. Drawal point Feeder/ICTs
Main Meter 

Location 
code

Standby Meter 
Location code (with 

appropiate M.F.)

M.F. on 
account of 
losses in 

wheeling of 
power

Remarks

220 kV Railways -1 AU-09 AU-19 ---------
220 kV Railways -2 AU-10 AU-20 ---------
220kV Dadri (Rail) - 1 DA-07 -1.03*DA-25 ---------
220kV Dadri (Rail) - 2 DA-08 -1.03*DA-26 ---------
Drawal at Auraiya (NTPC) ---------
Drawal at Dadri (NTPC) ---------

1 TANAKPUR 132 kV Mahendranagar TP-03 TP-11 ---------

220 kV Malanpur -1 AU-05 AU-15 ---------
220 kV Malanpur -2 AU-06 AU-16 ---------

11kV HVDC-1(aux) -RI-06 ---------
11kV HVDC-2(aux) -RI-07 ---------
11kV HVDC(from CPS board) -RI-08 ---------
6.6kV HVDC-1(aux) (from Thermal) -DA-05 ---------
6.6kV HVDC-2(aux) (from Gas) -DA-06 ---------

2

C. MPEB drawal at Auraiya on 220 kV Auraiya-Malanpur 

1 AURAIYA

D. Auxiliary consumption of POWERGRID at Rihand & Dadri HVDC terminal

DADRI

3 Total Railways 
Drawal

RIHAND1

B. Nepal drawal at Tanakpur on 132 kV Tanakpur-Mahendranagar 

1

DADRI (NTPC)2

AURAIYA

A. Railways

DRAWAL OF OTHERS FROM GRID


